NOTES
1. FOR ABBREVIATIOS AND SYMBOLS, SEE DRAWING BMB-EP-01
2. ALL DIMENSIONS ARE IN MILLIMMETERS UNLESS
OTHERWISE MENTIONED.
3. AL HOMERUNS ARE 2 #3.5mm2 AND 1 #35mm N
20mmC U.O.N.
4. FOR PANEL SCHEDULES, SEE DRAWING BMB—-EP-08
5. REFER TO SINGLE LINE DIAGRAM DRAWING NO BMB-EP—05
6. ALL RECEPTACLE CIRCUITS ARE FED FROM PANEL LR1
UNLESS OTHERWISE NOTED.
7. ROUTE ALL CKTS ENTERING CONTROL ROOM THRU
THE RF FILTER CABINET.
8. ALL 120V RECEPTACLES ARE FED FROM PANEL RP1
UNLESS OTHERWISE NOTED.
9. ALL BURIED CONDUITS SHALL BE INSTALLED UNDER SRUCTURAL SLAB.
1R1/12C 10. PROVIDE SHALL BE RF FILTER FOR ALL POWER CKTS. ENTERING CONTROL ROOM.
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